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N
FURNISH PIPE AND INSTALL SAWCUTT ING PAVEMENT TYPE ///’///,&‘9&/ ONAL €$®\\*‘\\\\
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I
FOR START OF PLAN NOTES SEE N. 80TH ST.. SHEET 1 OF 1. PLAN (DUCTILE IRON PUSH-ON RUBBER GASKET JOINT) 850 LIN. FT. - IN ASPHALT EXISTING PAVEMENT IN W. CUSTER AVE. IS
F NG 5016074 2-1/2" (1963) ASPHALTIC CONCRETE ON
. . 777 FT. - 8 WATER MAIN 6" (1958) GRADED AGGREGATE
16 FT. - 6" HYDRANT BRANCH FINISHING OF ROADWAY TRAFF IC PROV IS IONS
INSTALL LUMP SUM ABANDONMENT OF WATER MAINS, VALVES AND HYDRANTS USE NO PARKING ANYTIME ON NORTH SIDE OF W. CUSTER AVE. ng;kreeworks Water Englneerlng
"""""""""""""""""""""""""""""""""""" l -
USE NO PARKING 7AM TO 5PM ON SOUTH SIDE OF W. CUSTER AVE. Department of Public Works
2 - HYDRANT FURNISH, INSTALL AND MAINTAIN EROSION CONTROL 5 FT. - 8" -2005-D.1. WATER MAIN
--------------------------------------------- 4 FT. - 8"-1979-D.1. WATER MAIN MAINTAIN TWO WAY TRAFFIC. WATER MAIN
BENCHMARKS 767 FT. - 8'-1958-R WATER MAIN
E— REMOV E LumPSUM PAVEMENT MARKINGS MUST BE RETURNED TO ORIGINAL MATERIAL N W. CUSTER AVE
______ | - HYDRANT AND CONDITION. ' ’
HYD. - @ N.E. CORNER OF W. CUSTER AV. & N. 9IST ST.s N.W. BOLT | - 8 VALVE FROM N 87TH ST
ELEVATION = 168.06 | - HYDRANT / MINOR FOLLOWING 1S A LIST OF THE FITTINGS SHOWN ON PROV IDE SEVEN (7) DAYS ADVANCED NOTICE TO TRAFFIC N' 918 T ST'
YD, - E. . . . Y ENG INEERING AT 286-3632 FOR THE INSTALLATION OF TEMPORARY | TO . .
PecieSrion -GN E0r We CUSTER AV & N. SOTH ST.; N.W. BOLT THIS CONSTRUCTION PLAN THAT WILL BE PROV IDED "NO PARKING' SIGNS OR 1F THERE ARE ANY QUEST IONS
SERV ICES BY THE CITY. CONCERNING THESE COMMENTS. HORIZONTAL 17 = 30" areneves e
S.E. CORNER OF CONCRETE DOOR SILL @ *8834 W. CUSTER AV. oo , =
sLEvATION - 19667 24 - CONNECT ORIGINAL SERVICE (C.0.S.) - e A A O e Ty A VERTICAL 17 = 10° %&b Q) 2-10-16
HYD. - @ S.W. CORNER OF W. CUSTER AV. & N. 87TH ST.: N.W. BOLT - Ul N N CONSTRUCTION ACT IV ITIES, THE CONTRACTOR SHALL CONTACT pb——— 1 (2307 U o A 2 -10-16
ELEVATION < 162.45 2 - V8 MR. MIKE CHANESKE OF INFRASTRUCTURE SERV ICES AT 286-5965 14 SEC. NO. 186 maifls [oEsicn ENGINEER
2 - V6 TO HAVE THE SIGNS RE- INSTALLED.
PERMANENT PAVEMENT 4 - VB-DD PLAN DATE  8/10/15 Z
PLAN LINE & UTILITY LEGEND | rrrrmmmmmmmmssmooes 2 - H (6.5) ANY PERSON WORKING IN THE PUBLIC WAY SHALL COMPLY WITH [ Y —IC AL 2-10-16
5AS AV ARy SENER TREET LIGHT NG 2 - SLS THE CITY OF MILWAUKEE, DEPARTMENT OF PUBL IC WORKS BOOKLET, | DRAWN BY S. MILLER CHIEF DESIGN ENGINEER
--------------------- G SAN e 420 SQ. YDS. - 4" ASPHALTIC CONCRETE "TRAFFIC CONTROL FOR CONSTRUCTION AND MAINTENANCE WORK"
ELECTRIC oo - STORM SEWER _......_._ s70 CITY UNDERGROUND CONDUIT cuc 24 - I" CORPORATION STOP AND PART VI OF THE STATE OF WISCONSIN *MANUAL ON UNI|FORM CHECKED BY DPF V 9_10-16
TELEPHONE ____________. COMBINED SEWER _____. PROPOSED CURB / PVMT TRAFFIC CONTROL DEV ICES" . NALYINANMNAN YD) DD
CABLE TELEV S ION -... 5 WATER MAIN ... e PAVING LIMITS -....... X x BARRICADES AND TRAFFIC CONTROL SURVEY 81 CONST. SECTION SPECIAL DEPUTY COMMISSIONER OF PUSLIC WoRKS
FIBER OPTICS ___..___. o WATER SERV ICE ______. STRUCTURE / BUILDING CALL DIGGERS HOTLINE A PROGRAM NO.  2016-624 CONTRACT NO. C.C. FILE NO. 151289
PROP TILITY e NN\ AN | FENCE ..
OPOSED UTILITY oo = — = — = — | PRESSURE DISTRICT -\ | FENCE X LUMP SUM @ 1-800-242-8511 A PROJECT NO. WT410160624 | 0FFiciaL NOTICE No. 33-1-2016 | DATE ADOPTED 1-19-16
POWER POLES (O-CONCRETE  {J{-ALUMINUM (D -WOOD WATER MAIN VALVES —t—-GATE — —f—-BUTTERFLY OW-SERV/CE TOLL FREE 0" OBTAIN LOCATION OF UNDERCROUND
[ ) BEFORE YOU DIG. WISCONSIN STATUTE 182.0715 REQUIRES A SHEET No 1 OF 2 PLAN FILE NO 2 0 16 0 16
UTILITIES [©-TRAFFIC SIGNAL  YI-TRAFFIC CONTROL BOX  5C-GAS VALVE HYDRANTS & -1 nozzee €3 -3 NOZZLE WIN. OF 3 WORK DAYS NOTICE BEFORE 10U EXCAVATE vo.l By REVISION DATE : '
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